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@ @ NOTES FOR DESIGNER:
O \w? O (DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)
¢ N 7 \ 7 1. SEE SHEET 3.
[SEE NOTE 2B] 2. APPLICATION:
A. BUILDING SERVICE TO 25 GPM AND HVAC MAKE—UP
/ WATER SYSTEMS.
Z1Z
== BYPASS, SAME B. CHECK VALVE REQUIRED ONLY IN TEMPORARY OFFICE
Sl SIZE AS PRV BUILDINGS (TRAILERS, TRANSPORTABLES, ETC.)
.
[NTS)
\jzaz FLOOR

WATER PRV PIPING DETAIL [/

SCALE: NONE (
FLOW RATE VALVE SIZE (MAX VELOCITY 10 FPS)
(MAXIMUM) "CLA—VAL” NO. 990

25 GPM K
65 GPM 1 1/2°
95 GPM 2"

NOTE: DO NOT

INCLUDE TABLE ON CONSTRUCTION DRAWINGS.

DRAWING DEVELOPED FOR ML-3/
ML—4 PROJECTS. FOR ML—1/
ML—2, ADDITIONAL REQUIREMENTS
AND QA REVIEWS ARE REQUIRED.
(REMOVE THIS NOTE WHEN IN—
SERTED INTO A DRAWING PACK-—
AGE).
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NOTE 2B, AND ENG DIV_LOGO.
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